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ADDENDUM 
 

Project: Ross Wells Accessibility Renovation 
Project No: 26014 
Date Issued: September 23, 2026 
Addenda No.: Four (4) 

 
This addendum shall form part of and be included in the Contract Specifications originally issued for the above project and no consideration will be 

entertained for extras in the Contract unless noted, due to failure of the Contractor to become thoroughly familiar with this Addendum. 

 
 
THIS ADDENDUM CONSISTS OF  1 PAGE/S 

 

ELECTRICAL 
Revisions  
1. Drawing E2.0 – Ross Wells Stadium Washroom Plans and Schedules 

1.1. Luminaire Schedule 
1.1.1. Light fixture types LA and LB shall be revised as follows: 

1.1.1.1. The minimum acceptable colour rendering index (CRI) shall be 80%. 
 

1.2. Unit Equipment & Exit Luminaire Schedule 
1.2.1. Exit luminaire type EB shall be revised as follows: 

1.2.1.1. The list of approved manufacturers and product lines is: 
AimLite RPWP series 

Lumacell LN series 

Emergi-Lite EN series 

Ready-Lite RN series 

Approved as Equal 

2. Lighting 

Fixture LA  Daybrite CFI FLP3 

Fixture LB  Daybrite CFI FLP4 

Fixture LC  Elite Lighting RL677 

 
 
 
 
 

 End of Addendum 


